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DISCLAIMER

This report has been prepared primarily on the basis of the results of visual site observations, anaysis of
building materials, and a genera survey of building conditions at the property located at 68 Church &;
Canagjoharie, NY.

Ray Churchill, a Certified Asbestos Building Inspector for Churchill Environmental, Inc, performed the
building survey work on 2/12/2014.

Thissurvey isfor Asbestos only and does not include testing for Lead Based Paint or PCB’sin Caulk that
may be required by the USEPA.

All measurements are estimatesonly. It isup to the
contractor to field-verify thelocations and quantities.



1.0 EXECUTIVE SUMMARY

Churchill Environmental, Inc. was retained by Jeff Wendel from Great Western Steel to perform a Pre-
Demolition Building Survey of the property located at 68 Church St; in the Canajoharie, New York. The
purpose of the survey was to determine the presence, location, and quantity of asbestos containing materials
that exist at the site.

The field survey was conducted on 2/12/2014, and included the following:

e Review of al availablefloor plans.
e A visua siteinspection to identify suspect asbestos containing materials.
e Collection of samples from each suspect material

e Documentation of sample locations, and location of identified asbestos containing material including
drywall systems, floor coverings, roofing materias, etc.

e Documentation of sample locations, and location of identified asbestos containing materials, on floor
plan drawings and survey forms.

The inspection included the collection and analysis of 54 bulk samples from this building.

A breakdown of the amounts and locations of ACM are summarized in the Summary of Findings section of
thisreport. Bulk sample locations of positive asbestos containing materials are identified on floor plan
drawings and building survey forms.

Chain of custody forms, laboratory results, laboratory accreditation, and consultant’s certifications and
license are a'so included in the report.

Dueto the Ice and Snow Buildup on the Roofs, it was unsafe to inspect them at thistime.
Once it becomes safe the Roofs and suspect siding materia will be sampled so a Demolition
Report can be issued. Thisreport isfor the Interior Building Materials only so abatement of
ACM can begin before the demolition report is issued.

Thisreport isfor the Warehouses only on the East side of the Creek. Thisdoes not
include the Admin Building on the West Side of the Creek.



2.0 SUMMARY OF FINDINGS

This section includes a summary of all asbestos containing materials (ACM) identified within the building,
located at 68 Church St; Canajoharie, NY. The section includes floor plan drawings, and building survey

forms.

Bulk sample locations of positive asbestos containing materias are indicated on the floor plan drawings.

A building survey form isincluded for each floor level. All asbestos containing materials identified within
the space are listed. Amounts of the material, physical descriptions and conditions are recorded on the form.
The building survey form alows the building inspector to assess and record information regarding the type,

location, quantity, and condition of the ACM within the given space.

Of thefifty-four (54) samples analyzed, twenty-one (21) sampleswer e found to contain
asbestos. Refer to Table#1

Table#1 -ACM Found:

Sample # Material Type L ocation Asﬁfos Quantity Condition
14043-101 | Pipelnsulation-Grey North Bridge 57% 14,100 In. ft. Goad
14043-102 | Pipelnsulation-Grey North Bridge 67% Same 101 Good
14043-103 | Pipelnsulation-Grey North Bridge 44% Same 101 Good
14043-104 | Pipelnsulation-Grey | Abovel ady'sL ocker Room 22% Same 101 Good
14043-105 | Pipelnsulation-Grey | AbovelLady’sLocker Room 17% Same 101 Good
14043-106 | Pipelnsulation-Grey | Abovelady'sLocker Room 24% Same 101 Good
14043-107 Pipe Elbow-Grey Above Lady’s L ocker Room 36% Same 101 Good
14043-108 Pipe Elbow-Grey Above Lady’s L ocker Room 57% Same 101 Good
14043-109 Pipe Elbow-Grey Above Lady’'s L ocker Room 33% Same 101 Good
14043-110 | Pipelnsulation-Grey | Between Buildings42 & 45 67% Same 101 Good
14043-111 | Pipelnsulation-Grey | Between Buildings42 & 45 57% Same 101 Good
14043-112 | Pipelnsulation-Grey | Between Buildings42 & 45 67% Same 101 Good
14043-113 Pipe Wrap-White Cut Sted In Building 42 80% Same 101 Good
14043-114 Pipe Wrap-White Cut Stedl In Building 42 57% Same 101 Good
14043-115 Pipe Wrap-White Cut Stedl In Building 42 80% Same 101 Good
14043-118 | 2x2 Ceiling Tile-White Building 42 Insert 1A 2.3% 360 sq. ft. Good
14043-120 | 1x1 Floor Tile-White Building 42 Insert 1B 1.6% 360 5q. ft. Good
14043-126 | 9x9 Floor Tile-Black Building 42 Insert 2B 4.1% 3150 gq. ft. Good
14043-128 | 9x9 Floor Tile-Brown Building 42 I nsert 2B 6.8% Same 126 Good
14043-142 | 9x9 Floor Tile-Black S. Foyer Bld. 45 Insert 3A 7.2% 64 sq. ft. Good
14043-134 | Window Glaze-White | S. Foyer Bld. 45Insert 3A 1.5% 6 Windows Good

USEPA/NY SDOL Building Inspector:
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2.1 FLOOR PLANS
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3.0FIELD NOTES



Table #2 — ACM Details

L ocation Details of ACM
Warehouses and Thereis ACM Pipe Wrap, Insulation and Elbows that run Throughout. There is an Estimated
Bridges 14,100 In. ft. of these materials.

Building 42 Insert
1A & 1B Offices

Thereis approximately 360 sg. ft. of ACM 2x2 Celling Tiles on the ground level of all 4 offices
and 360 sg. ft. of ACM 1x1 Floor Tilesin the 2 offices on the upper level. The Mastic is not
ACM.

Building 42 Insert

Thereis approximately 3,150 sg. ft. of ACM 9x9 Floor Tiles, both Black and Brown Tiles. The

2B Break Room Magticis not ACM.

South Foyer Thereis approximately 64 sq. ft. of ACM Floor Tiles, both Black and White. The Mastic is not
Building 45 ACM

Insert 3A

Windows There are 6 older style windows that have ACM Glazing on them. Each has about 15 In. ft. of

the material.

Dueto the Ice and Snow Buildup on the Roofs, it was unsafe to inspect them at thistime.
Once it becomes safe the Roofs and suspect siding materia will be sampled so a Demolition
Report can be issued. Thisreport isfor the Interior Building Materials only so abatement of
ACM can begin before the demolition report is issued.
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3.1 LABORATORY REPORT



HURCHILL

ASBESTOS LABORATORIES

Churchill Asbestos Laboratories, Inc.
639 N. Salina St., Syracuse, NY 13208
Phone; 315-428-1959 Fax: 315-428-0432
www.churchill-labs.com

PLM Analysis Report for Asbestos Bulk Sampling

NYSDOH ELAP#11967

Client: CHURCHILL ENVIRONMENTAL, INC.
Client Address: 639 N. SALINA ST., SYRACUSE, NY 13208

Client Contact: RON CHURCHILL
Contact Phone#: 315-428-1959
Project Name: BEECHNUT

Project Location: 68 MAIN ST., CANAJOHARIE, NY

Lab Job #: 14B-4
Client Job #: 14043
Date Sampled: 2/12/14
Sampled By: RAY CHURCHILL
Date Received: 2/14/14
Date Reported: 2/14/14

ASBESTOS TOTAL
SAMPLE LAB HSA SAMPLE LOCATION/ ANALYST PRESENT / | ASBESTOS
ID# ID# ANALYST DESCRIPTION ANALYSIS| % / DATE
METHOD |ANALYZED
14043-101 B1400017 1 | PIPE INSULATION- GREY/NORTH BRIDGE ROBERT YES 57%
ASBESTOSTYPES: CHRYSOTILE 57% BOULWARE| ELAP
OTHER MATERIAL: NON-FIBROUS 43% WHITE, FIBROUS, HOMOGENEOUS 198.1 2114114
14043-102 ‘ B1400018 | 1 | PIPE INSULATION- GREY/NORTH BRIDGE ROBERT YES 67%
ASBESTOSTYPES: CHRYSOTILE 67% BOULWARE| ELAP
OTHER MATERIAL: NON-FIBROUS 33% WHITE, FIBROUS, HOMOGENEOUS 198.1 2114714
14043-103 ‘ B1400019 | 1 | PIPE INSULATION- GREY/NORTH BRIDGE ROBERT YES 24%
ASBESTOSTYPES: CHRYSOTILE 44% BOULWARE ELAP
OTHER MATERIAL: NON-FIBROUS 56% WHITE, FIBROUS, HOMOGENEOUS 198.1 214714
PIPE INSULATION-GREY ABOVE LOCKER
14043-104 B1400020 2 ROOM/ BLD. 42 YES 22%
ASBESTOSTYPES: AMOSITE 11%, ROBERT
CHRYSOTILE 11% BOULWARE| ELAP
OTHER MATERIAL: NON-FIBROUS56%, WHITE, FIBROUS, HOMOGENEOUS 198.1 2114714
FIBROUS GLASS 22%
PIPE INSULATION-GREY ABOVE LOCKER
14043-105 B1400021 2 | ROOM/ BLD. 42 YES 17%
ASBESTOSTYPES: AMOSITE 13%, ROBERT
CHRYSOTILE 4.2% BOULWARE ELAP
OTHER MATERIAL: NON-FIBROUS58%, WHITE, FIBROUS, HOMOGENEOUS 198.1 214714
FIBROUS GLASS 25%
PIPE INSULATION-GREY ABOVE LOCKER
14043-106 B1400022 2 ROOM/ BLD. 42 YES 24%
ASBESTOSTYPES: AMOSITE 24%, ROBERT
CHRYSOTILE TRACE BOULWARE ELAP
OTHER MATERIAL: NON-FIBROUS41%, WHITE, FIBROUS, HOMOGENEOUS 198.1 2114714
FIBROUS GLASS 35%
i PIPE ELBOW-GREY ABOVE LOCKER ROOM/ 0
14043-107 B1400023 2 BLD. 42 ROBERT YES 36%
ASBESTOSTYPES: CHRYSOTILE 36% BOULWARE ELAP
OTHER MATERIAL: NON-FIBROUS 64% GREY, FIBROUS, HOMOGENEOUS 198.1 2114714
i PIPE ELBOW-GREY ABOVE LOCKER ROOM/ 0
14043-108 B1400024 2 BLD. 42 ROBERT YES 57%
ASBESTOSTYPES: CHRYSOTILE 57% BOULWARE ELAP
OTHER MATERIAL: NON-FIBROUS 43% GREY, FIBROUS, HOMOGENEOUS 198.1 2114114
i PIPE ELBOW-GREY ABOVE LOCKER ROOM/ 0
14043-109 B1400025 2 BLD. 42 ROBERT YES 33%
ASBESTOSTYPES: CHRYSOTILE 33% BOULWARE| ELAP
OTHER MATERIAL: NON-FIBROUS 67% GREY, FIBROUS, HOMOGENEOUS 198.1 214114

NOTE: REFER TO LAST PAGE OF REPORT

Page 1 of 3




HURCHILL

ASBESTOS LABORATORIES

Churchill Asbestos Laboratories, Inc.
639 N. Salina St., Syracuse, NY 13208
Phone; 315-428-1959 Fax: 315-428-0432
www.churchill-labs.com

PLM Analysis Report for Asbestos Bulk Sampling

NYSDOH ELAP#11967

Client: CHURCHILL ENVIRONMENTAL, INC.

Client Address: 639 N. SALINA ST., SYRACUSE, NY 13208
Client Contact: RON CHURCHILL
Contact Phone #: 315-428-1959
Project Name: BEECHNUT

Project Location: 68 MAIN ST., CANAJOHARIE, NY

Lab Job #: 14B-4
Client Job #: 14043
Date Sampled: 2/12/14
Sampled By: RAY CHURCHILL
Date Received: 2/14/14
Date Reported: 2/14/14

ASBESTOS| TOTAL
SAMPLE LAB - SAMPLE LOCATION/ ANALYST | PRESENT /| ASBESTOS
ID # ID # ANALY ST DESCRIPTION ANALYSIS | % /DATE
METHOD |ANALYZED
14043-110 B1400026 3 | DPE NS TION-GREY FALLEN PIPEI YES 67%
ROBERT
ASBESTOSTYPES: CHRYSOTILE 67% BOULWARE|  ELAP
OTHER MATERIAL : NON-FIBROUS 33%, GREY, FIBROUS, HOMOGENEOUS 198.1 2/14/14
CELLULOSE TRACE .
14043-111 B1400027 3 | DPE NS TION-GREY FALLEN PIPEI YES 57%
ROBERT
ASBESTOSTYPES: CHRYSOTILE 57% BOULWARE| ELAP
OTHER MATERIAL: NON-FIBROUS 29%, GREY, FIBROUS, HOMOGENEOUS 198.1 2/14/14
CELLULOSE 14% :
14043-112 B1400028 3 | PE INSULATION-GREY FALLEN PIPE/ YES 67%
ROBERT
ASBESTOSTYPES: CHRYSOTILE 67% BOULWARE| ELAP
OTHER MATERIAL: NON-FIBROUS 33%, GREY, FIBROUS, HOMOGENEOUS 198.1 2/14/14
CELLULOSE TRACE :
14043-113 \ B1400029 | 4 | PIPE WRAP- WHITE CUT STEEL AREA/BLD. 42 YES 80%
ASBESTOSTYPES. CHRYSOTILE 80% ROBERT ELAP
OTHER MATERIAL: NON-FIBROUS 20%, WHITE, FIBROUS, HOMOGENEOUS BOULWARE 198.1 2/14/14
CELLULOSE TRACE -
14043-114 B1400030 4 | PIPE WRAP- WHITE CUT STEEL AREA/ BLD. 42 YES 57%
ASBESTOSTYPES. CHRYSOTILE 57% ROBERT ELAP
OTHER MATERIAL: NON-FIBROUS43%, WHITE, FIBROUS, HOMOGENEOUS BOULWARE 198.1 2/14/14
CELLULOSE TRACE .
14043-115 ‘ B1400031 | 4 | PIPE WRAP- WHITE CUT STEEL AREA/ BLD. 42 YES 80%
ASBESTOSTYPES CHRYSOTILE 80% ROBERT ELAP
OTHER MATERIAL: NON-FIBROUS 20%, WHITE, FIBROUS, HOMOGENEOUS BOULWARE 198.1 2/14/14

CELLULOSE TRACE

NOTE: REFER TO LAST PAGE OF REPORT

Page 2 of 3




H U Rc H I L L Churchill Asbestos Laboratories, Inc.
639 N. Salina St., Syracuse, NY 13208

ASBESTOS LECONATORIES Phone: 315-428-1959 Fax: 315-428-0432
www.churchill-labs.com

PLM Analysis Report for Asbestos Bulk Sampling

NYSDOH ELAP#11967

Client: CHURCHILL ENVIRONMENTAL, INC. Lab Job #: 14B-4
Client Address: 639 N. SALINA ST., SYRACUSE, NY 13208 Client Job #: 14043
Client Contact: RON CHURCHILL Date Sampled: 2/12/14
Contact Phone #: 315-428-1959 Sampled By: RAY CHURCHILL
Project Name: BEECHNUT Date Received: 2/14/14
Project Location: 68 MAIN ST., CANAJOHARIE, NY Date Reported: 2/14/14

e S

Approved by: Robert Boulware
Lab Director- Churchill Asbestos Laboratories, Inc.

Notes:

Disclaimer: "Polarized-light microscopy is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically
bound materials. Quantitative transmission €l ectron microscopy is currently the only method that can be used to determine if this material can be
considered or treated as non-asbestos containing."

*ayered Samples Given as a Single Sample by the Client will be Separated and Given aLayer ID Letter following the Lab ID/ Sample ID. Letters
aredefined as: *A= 1% Layer; B= 2™ Layer, C=3" Layer; etc. (A isawaysthe 1%/ Inter Layer)

*Abbreviations: NA= Not Anayzed, NAD= No Asbestos Detected, PS= Positive Stop (Not Analyzed), PLM= Polarized Light Microscopy,
HSA= Homogeneous Sampling Area

*PLM Anaysisis Performed in Conformance with NY S DOH Analysis/ Bulk Sample Analysis Methods 198.1 and 198.6 and NISOH
Method 9002, Issue 2.

*Churchill Asbestos Laboratories does not collect the samples and therefore is not responsible for improper collection or tampering of

the sample(s) prior to receiving the samples.
Page 3 of 3
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HURGCHILL

ENVIRONMENTAL, INC

Environmental, Health & Safety Consultants

639 N. Salina St., Syracuse, NY 13208

Phone: 315-428-1959 Fax: 315-428-0432

www.churchillenvironmental.com

14 B-4

Chain Of Custody Form

Job# 14043 Page 1/1

Positive Stop:

Collected by:
Relinquished by:

Received By:

Ray Churchitl /F#
Ray Churchill

iyt

Fax to: 315-428-0432

Email results to:

ray@churchillenvironmental.com

Location:
. Lo . Analysis
Sample L.D. # Material Description Location F/NF Requested
14043-101 Pipe Insulation-Grey North Bridge I PLM
14043-102 Pipe Insulation-Grey North Bridge I PLM
14043-103 Pipe Insulation-Grey North Bridge F PLM
14043-104 Pipe Insulation-Grey Above Locker Room Bld. 42 F PLM
14043-105 Pipe Insulation-Grey Above Locker Room Bld. 42 F PLM
14043-106 Pipe Insulation-Grey Above Locker Room Bld. 42 F PLM
14043-107 Pipe Elbow-Grey Above Locker Room Bld. 42 F PLM
14043-108 Pipe Elbow-Grey Above Locker Room Bld. 42 F PLM
14043-109 Pipe Elbow-Grey Above Locker Room Bld. 42 E PLM
14043-110 Pipe Insulation-Grey Fallen Pipe Between 42 & 45 F PLM
14043-111 Pipe Insulation-Grey Fallen Pipe Between 42 & 45 F PLM
14043-112 Pipe Insulation-Grey Fallen Pipe Between 42 & 45 F PLM
14043-113 Pipe Wrap-White Cut Steel Area Bld. 42 F PLM
14043-114 Pipe Wrap-White Cut Steel Area Bld. 42 F PLM
14043-115 Pipe Wrap-White Cut Steel Area Bld. 42 F PLM
Instructions: 5 Day TAT.

Date:  2/12/2014
Date:  2/13/2014

Date: & /14 /14 o722




AmeriSci New York

117 EAST 30TH ST.

NEW YORK, NY 10016

TEL: (212) 679-8600 * FAX: (212) 679-3114

AMERISci

PLM Bulk Asbestos Report

AmeriSci Job # 214022590

Churchill Environmental, Inc.
Attn: Ronald Churchill

Syracuse, NY 13208

Date Received 02/14/14
Date Examined 02/17/14
639 North Salina Street ELAP # 11480

RE: 14043; 68 Church St., Canajoharie, NY

of 8

Client No./ HGA Lab No. Asbestos Present Total % Asbestos
14043-116 214022590-01L1 No NAD
1M Location: Bld. 42-1A - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 2.2 %
14043-116 214022590-01L2 No NAD
1 Location: Bid. 42-1A - 9x9 Floor Tile, Beige (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 28.8 %
14043-117 214022590-02L1 No NAD
1M Location: Bld. 42-1A - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 21.6 %
14043-117 214022590-02L2 No NAD
1 Location: Bld. 42-1A - 9x9 Floor Tile, Beige (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 27.3 %
14043-118 214022590-03 Yes 23%
2 Location: Bld. 42-1A - 2x2 Ceiling Tile, White (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Amosite 2.3 %
Other Material: Non-fibrous 15 %

See Reporting notes on last page



AmeriSci Job #: 214022590 Page 2 of 8
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043; 68 Church St., Canajoharie, NY

Client No. / HGA Lab No. Asbestos Present Total % Asbestos
14043-119 214022590-04 NA/PS
2 Location: Bld. 42-1A - 2x2 Ceiling Tile, White

Analyst Description: Bulk Material

Asbestos Types:
Other Material:
14043-120 214022590-05L1 No NAD
3M Location: Bid. 42-1B - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 0.9 %
14043-120 214022590-05L2 Yes 1.6 %
3 Location: Bld. 42-1B - 1x1 Floor Tile, Cream (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile 1.6 %
Other Material: Non-fibrous 7.9 %
14043-121 214022590-06L1 No NAD
3M Location: Bld. 42-1B - Mastic (by NYS ELAP 198.6)
by Karol H. Lu

on 02/17/14
Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material

Asbestos Types:
Other Material: Non-fibrous 0.9 %
14043-121 214022590-06L2 NA/PS
3 Location: Bld. 42-1B - 1x1 Floor Tile, Cream

Analyst Description: Bulk Material

Asbestos Types:
Other Material:
14043-122 214022590-07 No NAD
4 Location: Bld. 42-1B - 1x2 Ceiling Tile, White/Tan (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14

Analyst Description: White/Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 0.8 %

See Reporting notes on last page



AmeriSci Job #: 214022590 Page 3 of 8
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043; 68 Church St., Canajoharie, NY

Client No. / HGA Lab No. Asbestos Present Total % Asbestos
14043-123 214022590-08 No NAD
4 Location: BId. 42-1B - 1x2 Ceiling Tile, White/Tan (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: White/Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 1.7 %
14043-124 214022590-09L1 No NAD
5M Location: Bld. 42-2A - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 28.2 %
14043-124 214022590-09L2 No NAD
5 Location: BId. 42-2A - 9x9 Floor Tile, Green (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 0.4 %
14043-125 214022590-10L1 No NAD
5M Location: Bld. 42-2A - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 9.2 %
14043-125 214022590-10L.2 No NAD
5 Location: Bld. 42-2A - 9x9 Floor Tile, Green {by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 0.4 %
14043-126 214022590-11L1 No NAD
6M Location: Bld. 42-2B - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 34.5 %

See Reporting notes on last page



AmeriSci Job #: 214022590
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043; 68 Church St., Canajoharie, NY

Page 4 of 8

Client No./ HGA Lab No. Asbestos Present Total % Asbestos

14043-126 214022590-11L2 Yes 4.1 %

6 Location: Bld. 42-2B - 9x9 Floor Tile, Black (by NYS ELAP 198.6)
by Karo!l H. Lu

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile 4.1 %
Other Material: Non-fibrous 22.8 %

on 02/17/14

14043-127 214022590-12L1 No NAD
6M Location: Bld. 42-2B - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 29.3 %
14043-127 214022590-12L2 NA/PS
6 Location: Bld. 42-2B - 9x9 Floor Tile, Black
Analyst Description: Bulk Material
Asbestos Types:
Other Material:
14043-128 214022590-13 Yes 6.8 %
7 Location: Bld. 42-2B - 9x9 Floor Tile Only, Brown (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile 6.8 %
Other Material: Non-fibrous 34 %
14043-129 214022590-14 NA/PS
7 Location: Bid. 42-2B - 9x9 Floor Tile Only, Brown
Analyst Description: Bulk Material
Asbestos Types:
Other Material:
14043-130 214022590-15 No NAD
8 Location: Bld. 42-2B - Fiberboard, Tan Ceiling (by NYS ELAP 198.1)
by Karol H. Lu
on 02/17/14

Analyst Description: Tan, Homogeneous, Fibrous, Bulk Material
Asbestos Types:
Other Material: Cellulose 98 %, Non-fibrous 2 %

See Reporting notes on last page



AmeriSci Job #: 214022590 Page 5 of 8
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043; 68 Church St., Canajoharie, NY

Client No./ HGA Lab No. Asbestos Present Total % Asbestos
14043-131 214022590-16 No NAD
8 Location: BId. 42-2B - Fiberboard, Tan Ceiling (by NYS ELAP 198.1)
by Karol H. Lu
on 02/17/14
Analyst Description: Tan, Homogeneous, Fibrous, Bulk Material
Asbestos Types:
Other Material: Cellulose 99 %, Non-fibrous 1 %
14043-132 214022590-17 No NAD
9 Location: Bld. 42-2B - 18x18 Ceiling Tile, Tan (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: White/Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 21.6 %
14043-133 214022590-18 No NAD
9 Location: Bld. 42-2B - 18x18 Ceiling Tile, Tan (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: White/Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 37.3 %
14043-134 214022590-19 Yes Trace (<0.25 % pc) 1
10 Location: South Foyer - Window Glaze (EPA 400 PC)
by Karol H. Lu
on 02/17/14
Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile <0.25 % pc
Other Material: Non-fibrous 14.6 %
14043-135 214022590-20 Yes Trace (<0.25 % pc) 1
10 Location: South Foyer - Window Glaze (EPA 400 PC)
by Karol H. Lu
on 02/17/14
Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile <0.25 % pc
Other Material: Non-fibrous 13.7 %
14043-136 214022590-21 No NAD
11 Location: Ladies Room South - Adhesive, Cream (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 2.8 %

See Reporting notes on last page



AmeriSci Job #: 214022590 Page 6 of 8
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043; 68 Church St., Canajoharie, NY

Client No. / HGA Lab No. @ Asbestos Present Total % Asbestos
14043-137 214022590-22 No NAD
11 Location: Ladies Room South - Adhesive, Cream - (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 7.3 %
14043-138 214022590-23L1 No NAD
12M Location: Bld. 45-3A - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 1.9 %
14043-138 214022590-23L.2 No NAD
12 Location: Bld. 45-3A - 1x1 Floor Tile, Blue (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Blue, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 13.1 %
14043-139 214022590-24L1 No NAD
12M Location: Bld. 45-3A - Mastic (by NYS ELAP 198.6)
by Karol H. Lu

on 02/17/14
Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos Types:
Other Material: Non-fibrous 9.9 %
14043-139 214022590-24L2 No NAD
12 Location: BId. 45-3A - 1x1 Floor Tile, Blue (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Blue, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 11.6 %
14043-140 214022590-25L1 No NAD
13M Location: Ladies Room South - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 18.5 %

See Reporting notes on last page



AmeriSci Job #: 214022590 Page 7 of 8
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043: 68 Church St., Canajoharie, NY

Client No. / HGA Lab No. Asbestos Present Total % Asbestos
14043-140 214022590-25L.2 No NAD
13 Location: Ladies Room South - 1x1 Floor Tile, Grey (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 3.8 %
14043-141 214022590-26L1 No NAD
13M Location: Ladies Room South - Mastic (by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 8.5 %
14043-141 214022590-26L2 ' No NAD
13 Location: Ladies Room South - 1x1 Floor Tile, Grey {by NYS ELAP 198.6)
by Karol H. Lu
on 02/17/14
Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types:
Other Material: Non-fibrous 5.3 %
14043-142 214022590-27L1 Yes Trace (<0.25 % pc) 1
14M Location: South Foyer - Mastic, Black (EPA 400 PC)
by Karol H. Lu
on 02/17/14
Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile <0.25 % pc
Other Material: Non-fibrous 40.3 %
14043-142 214022590-271L.2 Yes 72%
14 Location: South Foyer - 9x9 Floor Tile, Black 45-3A (by NYS ELAP 198.6)
by Karoi H. Lu
on 02/17/14
Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile 7.2 %
Other Material: Non-fibrous 32.6 %
14043-143 214022590-28L1 Yes Trace (<0.25 % pc) 1
14M Location: South Foyer - Mastic, Black (EPA 400 PC)
by Karol H. Lu

on 02/17/14
Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile <0.25 % pc
Other Material: Non-fibrous 46.9 %

See Reporting notes on last page



AmeriSci Job #: 214022590 Page 8 of 8
Client Name: Churchill Environmental, Inc.

PLM Bulk Asbestos Report

14043; 68 Church St., Canajoharie, NY

Client No./ HGA Lab No. Asbestos Present Total % Asbestos
14043-143 214022590-28L2 NA/PS
14 Location: South Foyer - 9x9 Floor Tile, White 45-3A

Analyst Description: Bulk Material

Asbestos Types:
Other Material:
14043-201 214022590-29 Yes Trace (<0.25 % pc)
15 Location: South Exterior - Stucco, White (EPA 400 PC)
by Karol H. Lu
on 02/17/14
Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile <0.25 % pc
Other Material: Cellulose Trace, Non-fibrous 100 %
14043-202 214022590-30 Yes Trace (<0.25 % pc)
15 Location: South Exterior - Stucco, White (EPA 400 PC)
by Karol H. Lu
on 02/17/14

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material
Asbestos Types: Chrysotile <0.25 % pc
Other Material: Non-fibrous 100 %

Reporting Notes:

(1) Sample prepared for analw 198.6 method
Analyzed by: Karol H. Lu L/ /ét
*NAD/NSD =no asbestos detected; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples, which includes the identification and quantitation of
vermiculite or 198.6 for NOB samples or EPA 400 pt ct by EPA 600/M4-82-020 (NY ELAP Lab ID1 1480); Note:PLM is not consistently refiable in
detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results by PLM are inconclusive, TEM is
currently the only method that can be used to determine if this material can be considered or treated as non asbestos-containing in NY State (also see
EPA Advisory for floor tile, FR 59,146,38970,8/1/94) National Institute of Standards and Technology Accreditation requirements mandate that this reporl
must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY to the items tested. AIHA Lab # 102843, RI
Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054.

Reviewed By: END OF REPORT
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Environmental, Health & Safety Consultants

68 Church St, Canajoharie, NY - NOB/TEM

639 N. Salina St., Syracuse, NY 13208
Phone: 315-428-1959 Fax: 315-428-0432

www.churchillenvironmental.com

Chain Of Custody Form

Job# 14043 Page 1/1

Sample LD. # Material Description Location F/NF R‘t::'ey:tf ;
14043-116 Mastic & 9x9 Floor Tile-Beige Bld 42-1A NF NOB
14043-117 Mastic & 9x9 Floor Tile-Beige Bld 42-1A NF NOB
14043-118 2X2 Ceiling Tile-White Bld 42-1A NF NOB
14043-119 2X2 Ceiling Tile-White Bid 42-1A NF NOB
14043-120 Mastic & 1x1 Floor Tile-Cream Bld 42-1B NF NOB
14043-121 Mastic & 1x1 Floor Tile-Cream Bld 42-1B NF NOB
14043-122 1X2 Ceiling Tile-White/Tan Bid 42-1B NF NOB
14043-123 1X2 Ceiling Tile-White/Tan Bld 42-1B NF NOB
14043-124 Mastic and 9x9 Floor Tile-Green Bld 42-2A NF NOB
14043-125 Mastic and 9x9 Floor Tile-Green Bid 42-2A NF NOB
14043-126 Mastic and 9x9 Floor Tile-Black Bld 42-2B NF NOB
14043-127 Mastic and 9x9 Floor Tile-Black Bld 42-2B NF NOB
14043-128 9x9 Floor Tile Only-Brown Bid 42-2B NF NOB
14043-129 9x9 Floor Tile Only-Brown Bld 42-2B NF NOB
14043-130 Fiberboard-Tan Ceiling Bld 42-2B NF NOB
14043-131 Fiberboard-Tan Ceiling Bld 42-2B NF NOB
14043-132 18x18 Ceiling Tile-Tan Bld 42-2B NF NOB
14043-133 18x18 Ceiling Tile-Tan Bld 42-2B NF NOB
14043-134 Window Glaze South Foyer NF NOB
14043-135 Window Glaze South Foyer __NF NOB
14043-136 Adhesive-Cream Ladies Room South NF NOB
14043-137 Adhesive-Cream Ladies Room South NF NOB
14043-138 Mastic & 1x1 Floor Tile-Blue Bld 45-3A NF NOB
14043-139 Mastic & 1x! Floor Tile-Blue Bld 45-3A NF NOB
14043-140 Mastic & 1x1 Floor Tile-Grey Ladies Room South NF NOB
14043-141 Mastic & 1x1 Floor Tile-Grey Ladies Room South NF NOB
14043-142 Mastic-Black and 9x9 Floor Tile-Black 45-3A South Foyer NF NOB
14043-143 Mastic-Black and 9x9 Floor Tile-White 45-3A South Foyer NF NOB
14043-201 Stucco-White South Exterior NF NOB
14043-202 Stucco-White South Exterior NF NOB

9 T 409059
Instructions: 3 Day TAT.

Positive Stop:  116-117/118-1 19/120-121/122-123/124-125/126-127/128-129/130-131/1321-133/134-135/136-137/138-139/140-141
142-143/201-202

Collected by:
Relinquished by:

Received By:

Ray Churchill
Ray Churchill

Fax to: 315-428-4432
Email results{o:

ray@churchillenvironmental.com

A o) el

Date: Z'/

Yty L41S

Date: 2/12/2014
Date:  2/13/2014




3.2 PROJECT PHOTOS









The ACM Black/Brown 9x9 Floor Tilesin Building 42 Insert 2B




4.0 LABORATORY CERTIFICATION






5.0 INSPECTOR'SCERTIFICATION
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Project Designer/Building I nspector
Project Monitor/Air Technician/Super visor
Raymond J. Churchill
Cert. #05-15629

STATE OF NEW YORK - DEPARTMENT OF LABOR
ASBESTOS CERTIFICATE

- T ' 1K sl
DMV# 950375274
MUST BE CARRIED ON ASBESTOS PROJECTS

IF FOUND RETURN TO:

EYES BLU NYSDOL - L&C UNIT
HAIR BRO ROCM 1€1A BUILDING 12
HGT 6" 00" STATE OFFICE CAMFPUS

ALBANY NY 12240
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